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1. 6" FIRE STANDPIPE SYSTEM WITH 2 1/2" FHV WITH CAP AND CHAIN.
2" SPRINKLER DRAIN RISER.

2. CHECK VALVE WITH AUTO-BALL DRIP. PROVIDE ACCESS PANEL TO
ACCESS THE VALVE.
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1. 6" FIRE STANDPIPE SYSTEM WITH 2 1/2" FHV WITH CAP AND
CHAIN. 2" SPRINKLER DRAIN RISER.
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FIFTH AND SIXTH FLOOR FIRE PROTECTION PLAN

F1.3

8' 16'4'0
 1/8" = 1'-0"F1.3

1 FIRE PROTECTION 5TH FLOOR PLAN
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 1/8" = 1'-0"F1.3

2 FIRE PROTECTION 6TH FLOOR PLAN
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1. 6" FIRE STANDPIPE SYSTEM WITH 2 1/2" FHV WITH CAP AND
CHAIN. 2" SPRINKLER DRAIN RISER.
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